
SYSTEM/MODEL: NEM

MODIFICATION: Extra closure from sub station when call is placed

COMPONENTS REQUIRED: 1. RY-PA: 12V DC relay

2. Diode: 1N4001~1N4007 Value

INSTR/OPERATIONS: 1. Install relay and diode as shown on the following diagram.

REFERENCE DRAWING #: 0998-627

DIFFICULTY LEVEL: 2 - Easy/moderate - Component connection to external points.

Aiphone’s product warranty applies to products properly modified using these instructions. 
However, if a unit is damaged as a result of improper modification, the warranty does not apply.
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MODIFICATION DIAGRAM

EXTRA CLOSURE FROM SUB WHEN CALL IS PLACED
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NOTE: The RY-PA will remain closed
from call initiation at the sub until the
call is answered by the master.
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* Internal connection.
  See attached schematic.




